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SEPARATION AND MECHANICAL PROTECTION 

FOR WIRE AND CABLE 

1. GEI'-'ERAL 

1.001 This addendum supplements Section 
461-:W0-201, Issue 6. 

1.002 This addendum is issued to add minimum 
separation requirements for Communica

tion W1tres. 

3. SEPARATIONS 

The following supplemental information 
applies to Part 3 of the se1ction: 

(a) TABLE A- revised. 

TABLE A 

Protectic,n Required if Minimum 
Minimum Type of Plant Involved Separations Cannot be Obtained 

Separations 

Communi<~ation 
\Vires 

-
Community television systems None 

coaxial cables with shields 
at ground potential 
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